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Nit Agreeable
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Characteristic

Result Permissible
Limit as per
lS:1.0500:2072

1.

2..

MPN of Coli form group
of organisms Per 100 ml.

Absent
(0)

Absent
(0)

NegativeTebt for E.coli Negative

Datedi-
State Public Health
Bhubaneswar-1,

LaD (atory.
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chemicql Analysis dnd Bocteriorogicqr Exqminqtion of water
The somple of woter from qbove source hss been cqused to be anolysed and the findings ore os under:-

Examination

A.Mohanty 31.08.17
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No.

Test/
Chanacteristic

Result
mg'-/ ltr.
(ppm)

Permissible
Limit as per
lS:70500:2072

1 Total hardness
as CaCOa.(mgll)

66 200mg/l Max.

2 lron (as Fe)
(me/11

Nil 1.0 mg/l Max.

3 Chloride
(as Cl). (mgll)

38 250 mg/l Max.

4 Residual free
Chlorine(mgll)

Nit 0.2 mg/lMax.

5 Sulphate as SOa

(mell)
Nit 200 mg/l Max.

6 Total Alkalinity
(as HCo3) fuclt)

L38 200 nrg/l Max.
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Remarks: - The water is potable as per the specification of Indian standard of drinking water Under ts70500:20L2

gT, XAVIER'S HIGH SOH#fit

Result

Odour

Turbidity


